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1. TUBING SHALL BE POLYETHYLENE WITH A MINIMUM PRESSURE RATING OF 200 PSI. TUBING SHALL BE PURPLE PANTONE 522C.
2. FITTINGS SHALL BE BRASS WITH COMPRESSION/PACK JOINT TYPE CONNECTIONS.

3. NO SERVICE LINE SHALL TERMINATE UNDER A DRIVEWAY. EACH SERVICE LINE SHALL TERMINATE IN A METER BOX (INSTALLED BY MDWASD)
WITH A CURB STOP.

4, CURB STOP SHALL BE THE LOCKABLE TYPE WITH THE WINGS EMBOSSED WITH "RECLAIMED". CURB STOP SHALL BE MUELLER OR
APPROVED EQUAL.

5. FOR SPECIFICATIONS AND DETAILS OF METER BOX AND VAULT, SEE MDWASD STANDARD

DETAILS WS 2.05, WS 2.10, WS 2.12, WS 2.16, WS 2.17, WS 2.19, WS 2.20, WS 2.21,

WS 2.30 AND WS 2.40. ALL REFERENCES TO "WATER™ SHALL BE REPLACED BY CROSS 1 SPEC
"RECLAIMED WATER”. [ TEM '
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